
SECOND FLOOR
EL. 1197' - 6 5/8"

2

4' - 6"

1"

1"

11"9"

6"
6"

3"

W12, SEE PLAN

PL 3/8

L3-1/2X3-1/2X1/4 @ 7'-0" MAX.

PL 3/8

C5X9 HANGER
@ 7'-0" MAX.

L8X4X1/2, GALV.

HSS6X4X3/8, GALV.

L8X4X1/2 LLV

7'
 -

 4
"

10"

4 1/2"

3"

BENT PLATE 5/16X8-1/4X9, TYP.

1'
 -

 6
"3/16 2@6

1-1/2" HORIZONTALLY SLOTTED
HOLES IN HANGER,
1-1/2" VERTICALLY SLOTTED
HOLES IN CONN. PLATE

WELD AFTER
FIELD ALIGNMENT

L4X4X3/8
BETWEEN BEAMS

SECOND FLOOR
EL. 1197' - 6 5/8"

F

1"

PL 3/8

L3-1/2X3-1/2X1/4

L8X4X1/2, GALV.

HSS6X4X3/8, GALV.

L8X4X1/2 LLV

9" 11"

BENT PLATE 5/16X5-1/4X9, TYP.

10"

W18, SEE PLAN

6"
6"

7'
 -

 4
"

4' - 6"

1"

1'
 -

 6
"

1-1/2" HORIZONTALLY SLOTTED
HOLES IN HANGER,
1-1/2" VERTICALLY SLOTTED
HOLES IN CONN. PLATE

3/16 2@6

C5X9 HANGER
@ 7'-0" MAX.

WELD AFTER
FIELD ALIGNMENT

L4X4X3/8
BETWEEN BEAMS

SECOND FLOOR
EL. 1197' - 6 5/8"

D

BEAM
SEE PLAN

BEAM
SEE PLAN

3"

SECOND FLOOR
EL. 1197' - 6 5/8"

3"

7 1/4"

CONT. L4X4X5/16

3/16 2 @ 6

FIRST FLOOR
EL. 1180' - 2 5/8"

11 12

BEAM,
SEE PLAN

HSS4X3X1/4 @ 4'-0" OC.

HSS4X4X1/4 @ 4'-0" OC

2L4X4X3/8

10
"

WORK LINE

HSS6X2X1/4 @ 2'-0" OC,
CANOPY FRAMING, TYP.HSS8X2X3/8 CONT.

PL 1/2 CONT. FOR
CURTAIN WALL
ATTACHMENT

HSS4X4X1/4 @ 4'-0" OC

HSS4X3X1/4 @ 4'-0" OC.

MC6X15.3 CONT. INTEGRAL GUTTER
AT CANOPY END,
SEE ARCH. DWGS

BEAM,
SEE PLAN

BEAM,
SEE PLAN 2L4X4X3/8

6'
 -

 7
"

4 1/2"5 1/2"

MC6X15.3 CONT.

6"

FIRST FLOOR
EL. 1180' - 2 5/8"

C5X9 HANGER
@ 7'-0" MAX.

CURTAIN WALL
MULLION

EMBED.  PL 1/4X12 x 12" LONG
WITH 3-1/2" DIA STUDS X 6"
(AT EACH CURTAIN WALL MULLION)

3"
5 

1/
4"

5" 11"

9 1/2"

1"

L3-1/2X3-1/2X1/4 @ 7'-0" MAX.

L8X4X1/2

HSS6X4X3/8

L8X4X1/2 LLV

1'
 -

 6
"

3/16 2@6

FIRST FLOOR
EL. 1180' - 2 5/8"

AA

CANOPY FRAMING,
SEE 6/SS5-103

HSS16X4X1/2

MC12X31

1' - 0" 1' - 0"

3/16

CONT. GALV. STEEL PL 3/8X1'-9"

PRECAST CAP
AND SHIMS,
SEE ARCH

6'
 -

 7
"

3/16 2 @ 8
TYP.

D

STAIR ROOF
EL. 1233' - 3 5/8"

C12X25

METAL WALL PANEL,
SEE ARCH. DWGS.

PL 1/2, EACH SIDE
OF COLUMN

COLUMN EXTENDED,
SEE SCHEDULE

3-3/4" DIA. A325 BOLTS

L3X3X5/16

1/4 3 @ 12

1

CANOPIES
EL. 1173' - 7 5/8"

11"9"

HSS6X2X1/4 @ 2'-0" OC,
CANOPY FRAMING, TYP.

INTEGRAL GUTTER
AT CANOPY END,
SEE ARCH. DWGS

HSS16X4

L8X4X1/2 GALV.

SEE TYP. DETAIL 6/SS5-101
FOR CONNECTION AT
COLUMN

3/16

3/16 2@6

FOR CONSTRUCTION

u
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STEEL - SECTIONS AND

DETAILS

VAPHS UNIVERSITY DRIVE

30

 1" = 1'-0"1
SECTION

 1" = 1'-0"2
SECTION

 1 1/2" = 1'-0"3
SECTION

 1 1/2" = 1'-0"4
SECTION

 1" = 1'-0"6
SECTION

 1" = 1'-0"5
SECTION

 1" = 1'-0"7
SECTION

 1 1/2" = 1'-0"8
SECTION

 1" = 1'-0"9
SECTION


